






National Testing Laboratories, Ltd 
556 South Mansfield, Ypsilanti, Ml, 48197-5166 

(440) 449-2525, Fax: (440) 449-8585 

ANALYTICAL REPORTS 

SAMPLE CODE: 473537 

1/27/2025 

~ed Id # Contaminant Method Standard Units LRL Level DF Date!Time Date Date!Time 
Detected Sampled Prepped Analyzed 

2212 Dichlorodifluoromethane 524.2 mg/L 0.0005 ND 12/30/2024 12:13 1/6/2025 

2964 Dichloromethane 524.2 0.005 mg/L 0.0005 ND 12/30/2024 12:13 1/612025 

2992 Ethylbenzene 524.2 0.7 mg/L 0.0005 ND 12/30/2024 12:13 1/6/2025 

2246 Hexachlorobutadiene 524.2 mg/L 0.0005 ND 12/30/2024 12:13 1/612025 

2994 lsopropylbenzene 524.2 mg/L 0.0005 ND 12/30/2024 12:13 1/6/2025 

251 Methyl Tert Butyl Ether 524.2 mg/L 0.0005 ND 12/30/2024 12:13 1/612025 

2247 Methyl-Ethyl Ketone 524.2 mg/L 0.005 ND R2 12/30/2024 12:13 1/6/2025 

2248 Naphthalene 524.2 mg/L 0.0005 ND 12/30/2024 12:13 1/6/2025 

2422 n-Butylbenzene 524.2 mg/L 0.0005 ND 12/30/2024 12:13 1/6/2025 

997 o-Xylene 524.2 mg/L 0.0005 ND 12/30/2024 12:13 1/612025 

2963 p and m-Xylenes 524.2 mg/L 0.0010 ND 12/30/2024 12:13 1/6/2025 

Due to the limitation of EPA Method 524.2, p and m isomers of Xylene are reported as aggregate. 

2998 Propylbenzene 524.2 mg/L 0.0005 ND 12/30/2024 12:13 1/612025 

2428 sec-Butylbenzene 524.2 mg/L 0.0005 ND 12/30/2024 12:13 1/6/2025 

996 Styrene 524.2 0.1 mg/l. 0.0005 ND 12/30/2024 12:13 1/612025 

2426 tert-Butylbenzene 524.2 mg/L 0.0005 ND 12/30/2024 12:13 1/6/2025 

2987 Tetrachloroethene 524.2 0.005 mg/L 0.0005 ND 12/30/2024 12:13 1/6J2025 

2991 Toluene 524.2 mg/L 0.0005 ND 12/30/2024 12:13 1/6/2025 

2979 trans-1,2-Dichloroethene 524.2 0.1 mg/L 0.0005 ND 12/30/2024 12:13 1/612025 

2224 trans-1,3-Dichloropropene 524.2 mg/L 0.0005 ND 12/30/2024 12:13 1/6/2025 

984 Trichloroethene 524.2 0.005 mg/L 0.0005 ND 12/30/2024 12:13 1/6/2025 

2218 Trichlorofluoromethane 524.2 mg/L 0.0005 ND 12/30/2024 12:13 1/6/2025 

2904 Trichlorotrifluoroethane 524.2 mg/L 0.0005 ND 12/30/2024 12:13 1/6/2025 

2976 Vinyl Chloride 524.2 0.002 mg/L 0.0005 ND 12/30/2024 12:13 1/6/2025 

2955 Xylenes (Total) 524.2 10 mg/L 0.0005 ND 12/30/2024 12:13 1/612025 

Organic Analytes - Others 
2414 1,2,3-Trichloropropane 504.1 0.00003 mg/L 0.00001 ND 12/30/2024 12:13 1/8/2025 1/8/2025 

931 1,2-Dibromo-3-chloropropane 504.1 0.0002 mg/L 0.00001 ND 12/30/2024 12:13 1/8/2025 1/8/2025 

2946 1,2-Dibromoethane 504.1 0.00005 mg/L 0.00001 ND 12/30/2024 12:13 1/8/2025 1/8/2025 

105 2,4-D 515.4 70 ug/L 0.1 ND 12/30/2024 12:13 12/31/2024 1/3/2025 

2066 3-Hydroxycarbofuran 531.2 ug/L 1.0 ND 12/30/2024 12:13 1/8/2025 

2051 Alachlor 525.2 2 ug/L 0.2 ND 12/30/2024 12:13 12/31/2024 1/17/2025 

2047 Aldicarb 531.2 7 ug/L 1.0 ND 12/30/2024 12:13 1/8/2025 

2044 Aldicarb sulfone 531 .2 7 ug/L 1.0 ND 12/30/2024 12:13 1/8/2025 

2043 Aldicarb sulfoxide 531.2 7 ug/L 1.0 ND 12/30/2024 12:13 1/8/2025 

2356 Aldrin 505 mg/L 0.00007 ND 12/30/2024 12:13 1/6/2025 1/6/2025 

2050 Atrazine 525.2 3 ug/L 0.1 ND 12/30/2024 12:13 12/31/2024 1/17/2025 

2625 Bentazon 515.4 ug/L 1 ND 12/30/2024 12:13 12/31/2024 1/3/2025 

2306 Benzo(A)pyrene 525.2 0.2 ug/L 0.02 ND 12/30/2024 12:13 12/31/2024 1/17/2025 

2076 Butachlor 525.2 ug/L 0.2 ND 12/30/2024 12:13 12/31/2024 1/17/2025 

2021 Carbary! 531.2 ug/L 1.0 ND 12/30/2024 12:13 1/8/2025 
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National Testing Laboratories, Ltd 
556 South Mansfield, Ypsilanti, Ml, 48197-5166 

(440) 449-2525, Fax: (440) 449-8585 

ANALYTICAL REPORTS 

SAMPLE CODE: 473537 

1/27/2025 

ifed Id # Contaminant Method Standard Units LRL Level DF Date/Time Date Date/Time 
Detected Sampled Prepped Analyzed 

2046 Carbofuran 531.2 40 ug/L 1.0 ND 12/30/2024 12:13 1/812025 

2959 Chlordane 505 0.002 mg/L 0.0001 ND 12/30/2024 12:13 1/6/2025 1/6/2025 

2031 Dalapon 515.4 200 ug/L ND 12/30/2024 12:13 12/31/2024 1/3/2025 

2035 Di(2-ethylhexyl) adipate 525.2 400 ug/L 0.2 ND 12/30/2024 12:13 12/31/2024 1/17/2025 

039 Di(2-ethylhexyl) phthalate 525.2 6 ug/L 0.6 ND 12/30/2024 12:13 12/31/2024 1/17/2025 

2440 Dicamba 515.4 ug/L ND 12/30/2024 12:13 12/31/2024 1/3/2025 

933 Dichloran 505 mg/L 0.001 ND 12/30/2024 12:13 1/6/2025 1/6/2025 

2070 Dieldrin 505 mg/L 0.00002 ND 12/30/2024 12:13 1/6/2025 1/6/2025 

2041 Dinoseb 515.4 7 ug/L 0.2 ND 12/30/2024 12:13 12/31/2024 1/3/2025 

2032 Diquat 549.2 20 ug/L 0.4 ND 12/30/2024 12:13 1/3/2025 1/22/2025 

033 Endothall 548.1 100 ug/L 9 ND 12/30/2024 12:13 1/6/2025 1/15/2025 

2005 Endrin 505 0.002 mg/L 0.00001 ND 12/30/2024 12:13 1/6/2025 1/6/2025 

2034 Glyphosate 547 700 ug/L 6 ND 12/30/2024 12:13 1/212025 

2065 Heptachlor 505 0.0004 mg/L 0.00001 ND 12/30/2024 12:13 1/6/2025 1/6/2025 

2067 Heptachlor Epoxide 505 0.0002 mg/L 0.00001 ND 12/30/2024 12:13 1/6/2025 1/6/2025 

2274 Hexachlorobenzene 505 0.001 mg/L 0.0001 ND 12/30/2024 12:13 1/6/2025 1/6/2025 

042 Hexachlorocyclopentadiene 505 0.05 mg/L 0.0001 ND 12/30/2024 12:13 1/6/2025 1/6/2025 

2010 Lindane 505 0.0002 mg/L 0.00002 ND 12/30/2024 12:13 1/6/2025 1/6/2025 

022 Methomyl 531.2 ug/L 1.0 ND 12/30/2024 12:13 1/812025 

2015 Methoxychlor 505 0.04 mg/L 0.0001 ND 12/30/2024 12:13 1/6/2025 1/6/2025 

045 Metolachlor 525.2 ug/L 0.2 ND 12/30/2024 12:13 12/31/2024 1/17/2025 

2595 Metribuzin 525.2 ug/L 0.2 ND 12/30/2024 12:13 12/31/2024 1/17/2025 

626 Molinate 525.2 ug/L 0.2 ND 12/30/2024 12:13 12/31/2024 1/17/2025 

2036 Oxamyl 531.2 200 ug/L 1.0 ND 12/30/2024 12:13 1/8/2025 

934 Pentachloronitrobenzene 505 mg/L 0.0001 ND 12/30/2024 12:13 1/6/2025 1/6/2025 

2326 Pentachlorophenol 515.4 ug/L 0.04 ND 12/30/2024 12:13 12/31/2024 1/3/2025 

040 Picloram 515.4 500 ug/L 0.1 ND 12/30/2024 12:13 12/31/2024 1/3/2025 

2077 Propachlor 525.2 ug/L 0.2 ND 12/30/2024 12:13 12/31/2024 1/17/2025 

2110 Silvex 2,4,5-TP 515.4 50 ug/L 0.2 ND 12/30/2024 12:13 12/31/2024 1/3/2025 

2037 Simazine 525.2 4 ug/L 0.07 ND 12/30/2024 12:13 12/31/2024 1/17/2025 

2627 Thiobencarb 525.2 ug/L 0.2 ND 12/30/2024 12:13 12/31/2024 1/17/2025 

2383 Total PCBs 505 0.0005 mg/L 0.0005 ND 12/30/2024 12:13 1/6/2025 1/6/2025 

Total Phenols 420.4 mg/L 0.001 ND R2 12/30/2024 12:13 12/31/2024 

2020 Toxaphene 505 0.003 mg/L 0.001 ND 12/30/2024 12:13 1/6/2025 1/6/2025 

2055 Trlfluralin 505 mg/L 0.001 ND 12/30/2024 12:13 1/6/2025 1/6/2025 

Qualifiers: 

R2: The laboratory is not licensed for this parameter. The reported result cannot be used for compliance purposes. 
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Laboratory ID: 0055 

Customer: Crystal Clear Water - IA 
Ryan Heiken 
3717 Delaware Avenue 
Des Moines, IA 50313 

Date/Time Received: 12/10/2024 09:33 

H. Thorn Collected by: 

National Testing Laboratories, Ltd 
556 South Mansfield, Ypsilanti, Ml, 48197-5166 

(440) 449-2525, Fax: (440) 449-8585 

ANALYTICAL REPORTS 

SAMPLE CODE: 473536 

1/27/2025 

Source: DMWW 
Source Type: Municipal Water 
Brand Name: Drinking Water 
Production Code: 243411009 
Container Size: 1 Gallon 

The results herein conform to TNI and ISO/IEC 17025:2017 standards, where applicable. These results may be used for compliance purposes, as required, 
unless otherwise narrated in the body of the report. The uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. 
Eastern Time. 

Legend: 
Any 'Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of Quality. 

"ND" This contaminant was not detected at or above our lower reporting limit (LRL) 

"NA" Not Analyzed 

"Standard" This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA 
Secondary Standards. 

"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant. 

"DF" This column indicates the contaminant dilution factor. 

Report Notes: 

Contaminant Method Standard Units LRL Level DF Date/Time Date Date/Time 
Detected Sampled Prepped Analyzed 

Microbiologicals 

3114 E.Coli 92238 MPN/100 1 ND 12/30/2024 12:13 12/31/2024 12:10 
ml 

3001 Standard Plate Count 9215B 500 CFU/ml 1 <1 12/30/2024 12:13 12/31/2024 11:50 

Pour Plate Method, 35°C/48hr, Plate Count Agar 

3000 Total Coliform 9223B 1 MPN/100 1 ND 12/30/2024 12:13 12/31/2024 12:10 
ml 

!Analyst I Tests 
9223B,9215B 

Sarah Buchanan, Project Manager 

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd. 
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Project Location: 2252775 

Date Received: 1/3/2025 

Field Sample#: 473539 

Sample ID: 25A0118-01 

Sample Matrix: Drinkine Water 

Analyte 

Perfluorobutanesulfonic acid (PFBS) 

Perfluorohexanoic acid (PFHxA) 

Perfluorohexanesulfonic acid (PFHxS) 

Perfluoroheptanoic acid (PFHpA) 

Perfluorooctanoic acid (PFOA) 

Perfluorooctanesulfonic acid (PFOS) 

Perfluorononanoic acid (PFNA) 

Perfluorodecanoic acid (PFDA) 

N-EtFOSAA (NEtFOSAA) 

Perfluoroundecanoic acid (PFUnA) 

N-MeFOSAA (NMeFOSAA) 

Perfluorododecanoic acid (PFDoA) 

Perfluorotridecanoic acid (PFTrDA) 

Perfluorotetradecanoic acid (PFTA) 

Hexafluoropropylene oxide dimer acid 
(HFPO-DA) 
IICI-PF3OUdS (F53B Major) 

9Cl-PF3ONS (F53B Minor) 

4,8-Dioxa-3H-perfluorononanoic acid 
(ADONA) 

13C-PFHxA 

M3HFPO-DA 

13C-PFDA 

D5-NEtFOSAA 

Surrogates 

Pace Analytical Services, LLC - East Longmeadow, Ma 

39 Spruce Street• East Longmeadow, MA01028 • FAX 413/525-6405 • TEL. 413/525-2332 

Sample Description: 

Sampled: 12/30/2024 12:13 

Semivolatile Organic Compounds by - LC/MS-MS 

MCL/SMCL 

Results RL DL MAORSG Units DF Flag/Qua! Method 

ND 1.9 0.78 ng/L EPA537.l 

ND 1.9 1.0 ng/L EPA 537.1 

ND 1.9 0.93 ng/L EPA537.l 

ND 1.9 0.96 ng/L EPA537.l 

ND 1.9 I.I ng/L EPA537.1 

ND 1.9 0.87 ng/L EPA537.l 

ND 1.9 0.96 ng/L EPA537.l 

ND 1.9 0.94 ng/L EPA537.1 

ND 1.9 0.88 ng/L EPA537.l 

ND 1.9 0.93 ng/L EPA537.l 

ND 1.9 0.84 ng/L EPA537.l 

ND 1.9 0.89 ng/L EPA 537.1 

ND 1.9 0.87 ng/L EPA537.l 

ND 1.9 0.87 ng/L EPA 537.1 

ND 1.9 1.4 ng/L EPA537.1 

ND 1.9 0.74 ng/L EPA537.1 

ND 1.9 0.83 ng/L EPA537.1 

ND 1.9 0.98 ng/L EPA537.1 

% Recovery Recovery Limits Flag/Qual 

104 70-130 

114 70-130 

104 70-130 

108 70-130 

Table of Contents 

Work Order: 25A0l18 

Date Date/Time 

Prepared Analyzed Analyst 

1/7/25 1/8/25 18:43 ZGS 

1/7/25 1/8/25 18:43 ZGS 

1/7/25 1/8/25 18:43 ZGS 

1/7/25 1/8/25 18:43 ZGS 

1/7/25 1/8/25 18:43 ZGS 

1/7/25 1/8/25 18:43 ZGS 

1/7/25 1/8/25 18:43 ZGS 

1/7/25 1/8/25 I 8:43 ZGS 

1/7/25 1/8/25 18:43 ZGS 

1/7/25 1/8/25 18:43 ZGS 

1/7/25 1/8/25 18:43 ZGS 

1/7/25 1/8/25 18:43 ZGS 

1/7/25 1/8/25 18:43 ZGS 

1/7/25 1/8/25 18:43 ZGS 

1/7/25 1/8/25 18:43 ZGS 

1/7/25 1/8/25 18:43 ZGS 

1/7/25 1/8/25 18:43 ZGS 

1/7/25 1/8/25 18:43 ZGS 

1/8/25 18:43 

1/8/25 18:43 

1/8/25 18:43 

1/8/25 18:43 
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